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LEGENDA MIESTNOSTI 1.NP
C.M. NAZOV PLOCHA
101 [MULTIFUNKCNA SALA 85.38 m?
102 |ZADVERIE 2.60 m*
103 |WC ZENY/IMOBILNY 3.60 m*
1.04  |UPRATOVACKA 1.16m?
1.5 |PREDSIEN WC MUZI 1.16 m?
1.06  |WCMUZI 1.98 m?
107 |VONKAJSIE SCHODISKO 591 m?
SPOLU: 101.78 m?

LEGENDA ZNACENIA:

SPAJANE HRDLOVYM SPOJOM

K1110

ZAKLADOCH PVC-U), SPAJANE HRDLOVYM SPOJOM

SPAJANE ZVARANIM

SPLASKOVA KANALIZACIA, MATERIAL PVC (V ZAKLADOCH PVC-U),

K1 - POTRUBIE SPLASKOVEJ KANALIZACIE, MATERAL PVC (V

PITNA VODA STUDENA , MATERIAL PPR (V ZAKLADOCH HDPE), PN20,

V132 STUPACIE POTRUBIE PITNEJ VODY, MATERIAL PPR (V ZAKLADOCH
HDPE), PN20, SPAJANE ZVARANIM
ELEKTRICKY PRIETOKOVY OHRIEVAC BEZTLAKOVY, MALOLITRAZNY 5L,
—/ INSTALACIA POD UMYVADLO, NAPOJENIE POMOCOU ROHOVYCH

VENTILOV D16X2,7-Tl
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