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LEGENDA PRISTROJOV

20W, IP65, RDR 18CCT,

20W, IP65, RDR 18CCT,

SVIETIDLO LED PRISADENE, STROPNE, 20W, P86, TPL20, SINCLAIR
RD/10/10A — ROZVADZAC/C.OKRUHU,/C.VYPINAGA

SVIETIDLO LED PRISADENE STROPNE, 45W, P66, TPL45, SINCLAIR
RD/10/10A — ROZVADZAG/C.OKRUHU/C.VYPINAGA

SVIETIDLO LED PRISADENE, SJROPNE, 53W, IP44, LBR 53CCT, SINCLAR
RD/10/10A — ROZVADZAC/C.OKRUHU,/C.VYPINAGA

SVIETIDLO LED PRISADENE STROPNE, 3QW, IP54, RDTJ 30CCT/PW, SINCLAIR
RD/10/10A — ROZVADZAC/C.OKRUHU/C.\VYPINAGA )

SVIETIDLO LED PRISADENE STROPNE, S INTEGROVANYM SNIMACOM POHYBU

, SINCLAR
RD/10/10A — ROZVADZA%/CC.OKRUHu/é.VYP\'NACA

SVIETIDLO LED PRISADENE, STROPNE, 4QW, IP44, LBR 40CCT, SINCLAR
RD/10/10A — ROZVADZAC,/C.OKRUHU/C.VYPINAGA

SVIETIDLO LED PRISADENE STROPNE, 18W, IP54, RDTJ 18CCT IP54, SINCLAR
RD/10/10A — ROZVADZAG/C.OKRUHU/C.VYPINACA

SVIETIDLO LED PRISADENE NASTENNE, S INTEGROVANYM SNIMACOM POHYBU

\ , SINCLAR
RD/10/10A — ROZVADZA%/(?OKRUHU/C.VYP{NACA

SVIETIDLO LED PRISADENE, STROPNE, 4QW, P20, LSM 40CCT, SINCLAR
RD/10/10A — ROZVADZAC,/C.OKRUHU/C.VYPINAGA

NODZOVE OSVETLENIE, 2W, S, PIKTOGRAMOM "SMER ONIKU”, IP54, NLKSCO03SC, SCHRACK
RD/10/10A — ROZVADZAG/C.OKRUHU/C.\YPINACA
NODZOVE OSVETLENIE, S PIKTOGRAMOM "HASIACI PRISTROJ”, 2W, IP54, SCHRACK
RD/10/10A — ROZVADZAC,/C.OKRUHU/C VYPINACA

NODZOVE OSVETLENIE, S PIKTOGRAMOM "HYDRANT”, 2W, IP54, NLKSCO03SC, SCHRACK -
RD/10/10A — ROZVADZAG/C.OKRUHU,/C VYPINACA
NODZOVE OSVETLENIE, S PIKTOGRAMOM "NUDZOVE TLACIDLO", 2W, IP54, NLKSCO03SC, SHRACK
RD/10/10A — ROZVADZAC,/C.OKRUHU/C.VYPINACA
SVIETIDLO REFLEKTOROVE PRISADENE STROPNE — WWZIVOVE OSVETLENIE ZELENA STENA
RD/10/10A — ROZVADZAC/C.OKRUHU/C.VYPINACA
SVIETIDLO LED PRISADENE STROPNE, 24W, P54, SDTJ 24CCT/PW P54, SINCLAIR

RD/10/10A — ROZVADZAC,/C.OKRUHU/C.VYPINAGA

POHYBOVY SENZO
10A —
ZASUVKA DO VLH

R
C.OKRUHU C.VYPINACA

KA
RD/10 — ROZVADZAG/C.OKRUHU

ZASUVKA JEDNODUCH

RD/10 — ROZVADZAC/C.OKRUHU

ZASUVKA PC, T

,TF
RX/XS10 — ROZVADZAC/C.OKRUHU
ZASUVKA PC, TF DVOJNASOBNA

RX/XS10 — ROZVADZAC/C.OKRUHU

WVOD KABLOVY

RD/10 — ROZVADZAC/C.OKRUHU

ZASUVKA TROJFAZOVA

RD/10 — ROZVADZAC/C.OKRUHU
SVORKOVNICA VYROVNANIA POTENCIALU

HLAVNA UZEMROVACIA SVORKA

ELEKTRICKY ZAMOK

RD/10 - ROZVADZACg/C.OKRUHU

DOROZUMIEVACI SYSTEM
RD/10 - ROZVADZA
VYPINAC_JEDNOPOLQVY (i
10A — C.OKRUHU C.

(o
C.VYPINA

/C.OKRUHU

%A TLACIDLOVY

VYPINAC, JEDNOPOLQVY [C.WgA

10A — )
wiwAC LUSTROW (.5

C.OKRUHU_ C.WYPINA

10A — C.OKRUHU C.VYg\'NACA
VYPINAC_ STRIEDAVY+OBYCAINY (2.5a)

10A — C.OKRUHU C.VYPINACA
YPINAC _ STRIEDAVY (e:.ep),
10A — C.OKRUHU C.VYPINACA

VYPINAC STR\EDAWCDVOJ\WC(&MB)

10A — C.OKRUHU
YB;\NAC KRIZOWY (&7
VYPINAC 3F. — PRIPRAVA

TERMOSTA

VYPIN

ACA

C.OKRUHU C.VYPINACA

NA SPORAK

T
10A — C.OKRUHU C.VYPINACA

REGULATY
10A -

R
é).OKRUHU C.VYPINACA

TLACIDLO NUDZOVEHO VYPNUTIA — HRIB

TIACIDLO POZIARNE

ZASUVKOVA SKRINA

RD/10 — ROZVADZAC/C.OKRUHU

ROZVADZAC

RD/10 — ROZVADZAC/C.OKRUHU

KLIMATIZACNA JEDNOTKA

RD/10 — ROZVADZAC/C.OKRUHU

VENTILATOR

RD/10 — ROZVADZAC/C.OKRUHU
MOTOR
RD/10 — ROZVADZAC/C.OKRUHU

KRABICA POD OMIETKU
KRABICA NA OMIETKU

SVORKA VYROVNANIA POTENCIALU

LEGENDA TYPU MONTAZE

@ POD OMIETKU V KRABICI DO MURIVA

NAD OMIETKU

5 (

LEGENDA VYSKY

[~ V=30
=600

Vv
200

b

MONTAZE

LEGENDA TYPU KABELAZE

SPeatbe . ——5AB0PROD PC
ZOCE PRISTUPOVY SYSTEM
4325 )
LD 7R5UWKY
i:s;wotago:sxw 5, J5x1.5 SVETLO

x2x0,

J5x2,5, J5x4, 506, U510, S50 ;OAFAAUZN‘KSZ‘COD
£Y6, o110, CY16 — POSPAJANIE

LEGENDA TYPU KABLOVEJ TRASY

[ TRASA

— HLAVNA TRASA
V PODLAHE V

— SVETLO, ZASUVKY

OHYBNEJ CHRANICKE
VK

DRA ,K%V STENE, STROPE
1" CHRANICKA OHYBNA DN40 V PODLAHE
2 PRICHYTKY @ 1m_NA STROPE
3 CHRANIGKA PEVNA DN40 PRICHYTKA @ 1m

4 CHRANICKA VO VWKOPE
5 XXX

Napatova sustava: 3PEN ( NPE ) ~50Hz 400/230V TN-C-S
Ochrana pred nebezpeénym dotykovym napétim podia STN 33 2000-4-41: 03.2019:
zékladna ochrana (pred priamym dotykom) podta ¢l.411.2 priloha "A":

o krytmi, izolaciou

pri poruche (ochrana pred nepriamym dotykom) podra ¢l.411.3:

o ochrannym uzemnenim &l. 411.3.1.1
e ochrannym pospajanim ¢l. 411.3.1.2

¢ samocinnym odpojenim pri poruche ¢l.411.3.2 v sieti TN

doplnkova ochrana:
o priidové chranice ¢l. 415.1

o doplnkové ochranné pospajanie ¢l. 415.2
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@ ROZVADZAC

10

SVORKA
SVORKA
SVORKA
SVORKA
SVORKA
SVORKA
SVORKA
SVORKA

NA

KRIZOVA
ODKVAPOVA
SPOJOVACIA

RORKU

SPOJQVACIA ODBOCNA
UZEMNOVACIA

NA ARMOVANIE A PASOVINU
SKUSOBNA

ZEMNIACA TYC

ZVODOVA TYC

DRZIAK ZVODOVEJ TYCE 5
OCHRAN. STRIESKA ZVODOVEJ TYCE
PODPORA VEDENIA
OCHRANNY UHOLNIK
DRZIAK OU

VODIC AIMgSi8, AIMgSi8PVC, FeZn10, RD 8—ALU, RD8—PVC, RD 10
————————VODIC FeZn30x4, 5052 DIN 30X4

HLAVNA KABLOVA TRASA

NAVRHOVAL | 70D.PROJEKTANT | VYPRACOVAL KRESLIL VED.PROJEKTU
Ing.Dulansky Ing.Dulansky Ing.Dulansky Ing.Dulansky Ing. Arch.
- g 4 "| Kostidl

KRAJ Broﬁs\ov\sky

A}

1

OKRES Bratislava V

DUE

~ELEKTROSYSTEM,s.r 0,

L

INVESTOR  Hlavné mesto SR Bratislava, Primacialne nam. 1, 814 99 Bratislava

ODBERATEL Hlavné mesto SR Bratislava, Primacigline ndm. 1, 814 99 Bratislava FORMAT 10A4

NAZOV Technické zhodnotenie budovy CVC DATUM _ 104/2025
Gess.ayovq 0, Bratislava STUPEN _|SP+RP
Bratislava — m. €. Petrzalka, p. ¢ 1091, 1093 zakC. |2025-015-31

CAST N MIERKA | 1:50
Podorys strechy % VIKRES o

PREDMET VYKRESU . . IR :

SO 01 Hlavny objekt — elektroinstalacia, bleskozvod a uzemneni




